Exterior Finish as Specified 518" Firecode C Gore Gypsum
Board or Equivalent
) ) , -, 5/8" Firecode C Core Gypsum
Air [ Moisture Barrier [ s
Complying with NFPA 285 coard of Equiveiont
4
THE" MagTech Mgl 058 o
Sheathing - Laminated Both I
Sides
i Fire Retardant Treated (FRT)
i Wood Studs as Required by
1.i Building Type and Structural
| Considerations
|
|
|
LA
i

5 CFAWPPS 120-01 - Section (Typ.)
3/4" = 10"

CF/WPPS 120-01
2 Hr. Exterior Bearing Wood Stud Wall

2x4 Framing 2x6 Framing

Interior Only ST AALTETAATITA AR AN

‘MagTech - CF/WPPS 120-01

V= 1o

e ose FLAMEPROOF COMPANIES oo

---------------------- CF/MWPPS 120-01 - MagTech 2 Hour Tested Wall Assemblies

ICHICAGD FLAMEPROOF HORTHTEXAS FLAMEPROOF |
WISCONSIN FLAMEFROOF TRE-ETATE FLAMEPROOF 5EEI|E.'

www.chicagoflameproof.com As indicated



