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Min 304" Cementitious Stucco

Self-Furring Galvanized Metal
Lath

Asphalt Coated Building Paper
Conforming to ASTM D226 or
D4869 1

Air I Moisiure Barrier
Complying with NFPA 285

716" MagTech MgO OSB i
Sheathing - Laminated Both
Sides
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CF/WPPS 60-01 (Sym.) - Section (Typ.)

3!4!1 = 1I‘_DII

Symmetric - Brick Finish

2/ Firecode C Core Gypsum
Eoard or Equivalent

Fire Retardant Trealed (FRT)
Wood Studs as Required by

Building Type and Structural

Considerations

Symmetric - Cement Plaster Stucco

Symmetric - Cementitious Siding

MagTech - CFAWPPS 60-01 Symm
1/4" = 1'-0"
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CF/WPPS 60-01 - MagTech 1 Hour Tested Wall Assemblies

CF/WPPS 60-01

1 Hr. Exterior Bearing Wood Stud Wall

2x4 Framing

2x6 Framing
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